This work analyses different refrigeration architectures for commercial refrigeration providing service to medium and low temperature simultaneously: HFC/R744 cascade, R744 transcritical booster, R744 transcritical booster with parallel compression, R744 transcritical booster with gas ejectors, R513A cascade/R744 subcritical booster, and R513A cascade/R744 subcritical booster with parallel compression. The models were developed using compressor manufacturers' data and real restrictions of each system component. Limitations and operating range of each component and architecture were analysed for environment temperatures from 0 to 40 • C considering thermal loads and environment temperature profiles for warm climates. For booster systems, cascade with subcritical booster with parallel compression provide highest coefficient of performance (COP) for temperatures below 12 • C and above 30 • C with COP increases compared basic booster up to 60.6%, whereas for transcritical boosters, architecture with gas ejectors obtains the highest COP with COP increases compared to the basic booster up to 29.5%. In annual energy terms, differences among improved booster systems are below 8% in the locations analysed. In Total Equivalent Warming Impact (TEWI) terms, booster architectures get the lowest values with small differences between improved boosters.
Introduction
Commercial refrigeration systems are large contributors to the Greenhouse Effect due to four aspects: large refrigerant charges, high leakage rates, high energy consumption, and use of high GWP refrigerants such as R404A (GWP = 3922) or R507A (GWP = 3985) [1, 2] . Europe, leading the fight against the climate change, has adopted a restriction for centralised refrigeration systems in the commercial sector from 1 January 2022 on (Regulation (EU) No 517/2014 [3] ). This regulation has limited the GWP of the refrigerant to 150, in multipack centralised refrigeration systems for commercial use with capacity of 40 kW or more, with the exception of the refrigerant for the primary circuit of cascade systems where the GWP limit of 1500 has been considered. To accomplish this restriction, direct expansion in centralised refrigeration systems must rely on refrigerants with GWP less than 150. Among the different possible fluids to be used, the most suitable fluids are R744, HFO synthetic refrigerants and their mixtures, and HC, as it has been studied by members of the British Refrigeration Association et al. [4] .
Supermarket refrigeration in Europe was dominated by direct expansion systems with R404A for low and medium temperature [5] and recently by R134a/R744 cascade which was experimentally 
Basic Booster (BB)
The basic booster configuration, Figure 2 , uses only R744 as refrigerant. It incorporates LT compressors, desuperheater (DSH), MT compressors (MT C ), a high pressure control valve (HPCV) to control the heat rejection pressure in order to operate in optimal conditions, a flash gas valve (FG V ), and a gas-cooler/condenser (GC/K) which needs to be well designed and controlled as analysed by Ge et al. [36] and Tsamos et al. [37, 38] . R744 is distributed to the services using direct expansion systems. R744 is sent as saturated liquid to the MT cabinets and subcooled (due to IHX) to the LT cabinets. This system will operate in subcritical or transcritical mode depending on the environment temperature (Section 3). 
Booster with Parallel Compression (BB + PC)
The booster with parallel compression configuration, Figure 3 , uses the same architecture as the basic booster (BB) but it includes additional compressors denoted as parallel compressors (PC). The PC extracts saturated vapour from the flash tank and it is compressed to the high rejection pressure. As analysed theoretically by Sarkar et al. [39] in a simple stage, the use of PC allows one to reduce the pressure in the flash tank and to increase the specific cooling capacity. In addition, these compressors reduce the mass flow rate in MT and LT services and in the LTC and MTC. Chesi et al. 
The booster with parallel compression configuration, Figure 3 , uses the same architecture as the basic booster (BB) but it includes additional compressors denoted as parallel compressors (PC). The PC extracts saturated vapour from the flash tank and it is compressed to the high rejection pressure. As analysed theoretically by Sarkar et al. [39] in a simple stage, the use of PC allows one to reduce the pressure in the flash tank and to increase the specific cooling capacity. In addition, these compressors reduce the mass flow rate in MT and LT services and in the LT C and MT C . Chesi et al. [40] also analysed this cycle, reaching COP improvements of over 30% with respect to the basic cycle and showed three main parameters with high influence on the cycle; compressors volumetric flow ratio, intermediate pressure, and the separator efficiency. BB + PC but without DSH was theoretically investigated by Gullo et al. [17] , who indicated that it allows COP increments compared to the basic booster system up to 33% for an environment temperature of 35 • C. Another study by Tsamos et al. [41] showed that parallel compression is an energy efficient system for moderate and warm climates.
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Booster with Parallel Compression and Gas Ejectors (BB + PC + GEjs)
The booster system with gas ejectors and parallel compression, Figure 4 , incorporates ejectors in combination with parallel compressors. Ejectors reduce the mass flow rate through the medium temperature compressors [42] and reduce the exergy losses incrementing the specific cooling capacity in the evaporators.
If the ejector is modulating, it could also replace the high pressure control valve of the system [21] . The use of ejectors in the R744 booster is one of the improvements with better future prospects, such as the multi-ejector system as presented by Hafner et al. [20] and by Hafner and Banasiak et al. [43] .
Operation of the ejectors depends mainly on the input pressures and mass flow ratios, as analysed by Li and Groll et al. [44] and Liu and Groll et al. [45] and on the ejectors geometry as evaluated by Liu and Groll et al. [46] . Accordingly, the improvements using ejectors are very dependent on the operating conditions of the system. Nonetheless, this architecture presents COP increments respect to the booster system with parallel compression up to 7%, as analysed by Haida et al. [42] . 
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Cascade with Subcritical Booster (CC + SB)
The next configuration is a cascade cycle, with R513A in the primary cycle (HT cycle) and a R744 subcritical booster ( Figure 5 ). This system joins two types of architectures (cascade and booster) to obtain great performance at low and high environment temperatures, because basic boosters architecture have great performance at low environment temperatures, as does the cascade If the ejector is modulating, it could also replace the high pressure control valve of the system [21] . The use of ejectors in the R744 booster is one of the improvements with better future prospects, such as the multi-ejector system as presented by Hafner et al. [20] and by Hafner and Banasiak et al. [43] .
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The next configuration is a cascade cycle, with R513A in the primary cycle (HT cycle) and a R744 subcritical booster ( Figure 5 ). This system joins two types of architectures (cascade and booster) to obtain great performance at low and high environment temperatures, because basic boosters architecture have great performance at low environment temperatures, as does the cascade architecture at high environment temperature. 
The next configuration is a cascade cycle, with R513A in the primary cycle (HT cycle) and a R744 subcritical booster ( Figure 5 ). This system joins two types of architectures (cascade and booster) to obtain great performance at low and high environment temperatures, because basic boosters architecture have great performance at low environment temperatures, as does the cascade architecture at high environment temperature. This architecture provides service simultaneously to MT and LT appliances (Section 2.2) with R744, such as the other R744 transcritical boosters, but in this case, the R744 booster always works in subcritical conditions (forced by the HT cycle).
Since MT C always work in subcritical conditions, subcritical R744 compressors can be used in this rack. The advantage is that subcritical compressors present higher efficiencies than transcritical ones operating in subcritical conditions according to the manufacturer-provided data. For this reason, the type of compressors selected for MT C in this architecture are subcritical. This is an advantage in relation to transcritical boosters working in subcritical conditions.
Since MTC always work in subcritical conditions, subcritical R744 compressors can be used in this rack. The advantage is that subcritical compressors present higher efficiencies than transcritical ones operating in subcritical conditions according to the manufacturer-provided data. For this reason, the type of compressors selected for MTC in this architecture are subcritical. This is an advantage in relation to transcritical boosters working in subcritical conditions. Another advantage of this architecture for some supermarkets with HFC/R744 cascades (widely used in warm climates), if the facility has not reached its end-life use, some parts of the existing system (condenser and HT compressors) could be used in the reconversion procedure.
This system can operate with other refrigerants in the HT cycle such as R152a, R290, and R1270, but these are not considered in this work due to their lower safety classifications.
Cascade with Subcritical Booster and Parallel Compression (CC + SB + PC)
The last configuration is similar to the previous one but uses parallel compression (PC) ( Figure  6 ). This system corresponds to a cascade cycle with R513A in the primary cycle, maintaining the R744 booster with parallel compression in subcritical conditions. As in the previous case, this system can reuse the HT compressors and condenser of a previous cascade architecture.
For CC + SB + PC, MTC always work in subcritical and now also the PC, so these compressor racks are composed of subcritical R744 compressors. 
Thermodynamic Modelling and Component Limitations
This section describes the thermodynamic models of each refrigeration cycle component, establishes the transition methodology between operation in transcritical and subcritical conditions, describes the reference supermarket application for sizing the systems, and shows the working limitations of each element that condition the operating of the systems. For CC + SB + PC, MT C always work in subcritical and now also the PC, so these compressor racks are composed of subcritical R744 compressors.
This section describes the thermodynamic models of each refrigeration cycle component, establishes the transition methodology between operation in transcritical and subcritical conditions, describes the reference supermarket application for sizing the systems, and shows the working limitations of each element that condition the operating of the systems.
Heat Rejection Characteristics
For R513A cycles, condensing temperature is evaluated with Equation (1), considering an environment-condensing temperature difference (ETD) of 5 K [35] . For R744 cycles in subcritical conditions, condensing temperature is computed with Equation (2), considering an approach temperature (ETD) and a subcooling degree in condenser (Sub). The approach temperature between the condensation and environment temperature has been fixed to 5 K too. On the other hand, a subcooling of 2 K has been considered because the proper operation of this system relies on a certain subcooling degree, as described by Danfoss [47] .
For R744 cycles in transcritical conditions, the gas-cooler outlet temperature is calculated with Equation (3), considering an approach temperature of 2 K due to the high thermal effectiveness of the gas-cooler in transcritical conditions, as measured by Sánchez et al. [48] . For these systems, the results are expressed for the optimum heat rejection pressure, which is evaluated through an iterative method.
Cascade Heat Exchanger (CHX)
The architectures with R513A in an HT cycle has been analysed considering a temperature difference of 5 K between the R744 condensation level and the R513A evaporation level, which it is an average value measured by Sanz-Kock et al. [6] in an experimental cascade plant.
Desuperheater (DSH)
Although not generally considered in R744 booster systems, we include a DSH in all the cycles, placed at the exit of the LT C , since the compressor's discharge temperature is always higher than the environment temperature. This desuperheater performs heat rejection before the second compression stage, thus reducing the temperature at the MT C inlet. This element always increases the energy efficiency of the plant. This improvement was analysed by Sanz-Kock et al. [6] in a cascade system. It has been evaluated that the introduction of a desuperheater after the first compression stage reduces energy consumption around 3-4% for each system analysed.
The outlet temperature of R744 at the DSH is evaluated with Equation (4), considering an approach of 5 K (ETD) with the environment temperature (T env ).
Refrigeration Heat Loads
All the refrigeration architectures have been evaluated considering the same heat load design condition, which represents a medium-sized supermarket working at standard evaporating levels [49] , with cooling capacity of 41 kW and 140 kW for low and medium temperature service, respectively.
The heat load profile considered for all architectures only takes into account variations of the heat load factor between the opening and closing schedule of the supermarket, since they are always maintained at a constant inner temperature. One hundred percent heat load factor has been considered from 7:00 a.m. to 10:00 p.m. and 50% from 10:00 p.m. to 7:00 a.m. for every day of the year.
All the data described above is summarised in Table 1 .
Internal Heat Exchanger (IHX)
The compressor manufacturer specifies a minimum lubricant working temperature to operate with suitable viscosity [50] . Accordingly, it is necessary to introduce an IHX in the suction line of the LT compressors. This element ensures liquid refrigerant at the inlet of the expansion valve (increasing the specific cooling capacity in evaporator) and it allows increasing the refrigerant temperature at the compressors inlet. The combination of both effects provides a small energetic improvement to the system as discussed by Llopis et al. [51] . Taking into account the experimental results from 
Compressors
Compressors used in this study have been modelled using data from manufacturer BITZER. Models are based on parametric adjustments of the volumetric and global efficiencies as detailed by Equations (5)- (7), whose coefficients are presented in Appendix A. Equation (6) expresses the global efficiency for all the compressors except MT C in subcritical conditions, for which the global efficiency is modeled by Equation (7), because it get a smaller error than with Equation (6) . More information about these expressions in a hermetic compressor can be found in Sanchez et al. [52] .
In the architectures, there are two types of compressors (subcritical and transcritical). In addition, the transcritical compressors can work in both transcritical and subcritical mode. The compressors chosen for LT C for all systems are subcritical compressors.
The MT C and PC chosen for transcritical boosters (BB, BB + PC, BB + PC + GEjs) are transcritical compressors and they can operate in transcritical or subcritical mode, thus these compressors are modelled with different equations depending on their operating mode. The MT C and PC chosen for subcritical boosters (CC + SB, CC + SB + PC) are subcritical compressors and they can operate only in subcritical mode, thus these compressors have better efficiency in subcritical mode than transcritical compressors working in subcritical mode.
Ejectors
To model the architecture operating with gas ejectors, the thermodynamic model described by Liu and Groll et al. [45] has been taken as reference. It considers the mass, movement, and energy conservation equations in each ejector part. The behaviour of each part has been modelled considering a constant efficiency of 0.8 in the motive nozzle, suction nozzle, and diffuser, as recommended by Elbel and Hrnjak et al. [53] . In addition, a constant mass entrainment ratio (ratio of suction mass flow rate respect to motive mass flow rate) of 0.25 has been considered, as an average value of mass entrainment ratios analysed by Banasiak et al. [54] , for the entire operating range.
Components' Operating Restrictions
To be as close as possible to reality, the real elements' operating restrictions have been included in the analysis of the refrigeration architectures to evaluate their energy performance over a wide range of environment temperatures.
The most important operating restrictions are: -A minimum pressure difference (∆P) of 3.5 bar is needed in all the expansion valves for proper operation and regulation [55] . -
The maximum ∆P in the expansion valves is 35 bar, for proper operation and regulation [56] . -Compressors must always operate with a compression ratio (t) higher than 1.5, because at lower values the compressors can be damaged [57] . -Pressure at the inlet of the PC must always to be lower than 55 bar. This is a restriction from the compressors manufacturer.
R744 Flash Tank Pressure
The flash tank has a maximum and minimum pressure limitation. The minimum pressure limitation is needed to keep a minimum pressure differential at the expansion valves. Although a minimum pressure differential around 3.5 bar is needed in all the valves for proper operation [54] , in a transcritical booster, the minimum flash tank pressure considered is approximately 5 bar higher than the pressure of the medium temperature loads [58] . Thus, for the evaporation temperature of −6 • C (≈30 bar), the minimum flash tank pressure considered will be 35 bar. This limitation is considered for all booster system analysed.
The maximum pressure in the flash tank is limited by the maximum operational pressure difference (MOPD) of the LT EV (35 bar) [56] . Thus, for a low temperature evaporation of −32 • C (≈13.5 bar), the maximum flash tank pressure will be 48.5 bar. A similar restriction was considered by Pardiñas et al. [59] .
For booster cycles without PC but with flash gas (BB and CC + SB), the receiver pressure will be kept constant at 35 bar because it has been proven that the system COP increases with lower receiver pressure. Ge and Tsou et al. [60] reached the same conclusion for a booster without PC. On the other hand, it has been proven that for booster cycles with PC (BB + PC, BB + PC + GEjs, and CC + SB + PC), the COP is not always higher with lower pressure in the receiver, mainly due to the variable efficiency of the compressor depending on the operating conditions. For this reason, the receiver pressure at architectures with PC can vary between both pressure limitations considered in systems with PC (35-48.5 bar). In addition, it has been proven that for the system with ejectors, the pressure of the receiver also depends on the efficiency of the ejectors, mass entrainment ratio, and the pressure of the gas-cooler, although the receiver pressure limitation will be the same (35-48.5 bar). Flash tank limit pressures for all systems analysed are summarised in Table 1 .
Transition Zone
For transcritical booster architectures, transition between transcritical and subcritical conditions depends on the control algorithm implemented in the regulation device [61] . Figure 7 shows an example of this regulation. Figure 7a shows the variation of the GC/K output point according to the different operating conditions, while Figure 7b shows the COP variation of the analysed configuration respect to the GC/K heat rejection pressure.
According to Figure 7 , the systems operating in transcritical-subcritical regime have three operating zones: transcritical zone, subcritical zone, and transitional zone. The transitional zone marks the progressive transition between the two other zones, to avoid sudden changes in the operation conditions of the booster.
conditions, while Figure 7b shows the COP variation of the analysed configuration respect to the GC/K heat rejection pressure.
According to Figure 7 , the systems operating in transcritical-subcritical regime have three operating zones: transcritical zone, subcritical zone, and transitional zone. The transitional zone marks the progressive transition between the two other zones, to avoid sudden changes in the operation conditions of the booster. The operation of the system in one zone or another is conditioned by the heat rejection temperature and the desired operating condition. For all the configurations analysed in this work, the maximum COP condition has been chosen for each of the dissipation temperatures. Thus, in transcritical operation, the maximum COP depends on the optimum pressure and its operating conditions. However, in subcritical operation, the maximum COP corresponds to the minimum operating pressure, which depends on the environment temperature, the efficiency of the GC/K, working as condenser, and the subcooling considered. The transition from one zone to the other implies a compromise between getting the maximum COP and a stable operation of the booster, since although the maximum COP is not achieved, the installation has a stable operation in the transition from transcritical to subcritical. The operation of the system in one zone or another is conditioned by the heat rejection temperature and the desired operating condition. For all the configurations analysed in this work, the maximum COP condition has been chosen for each of the dissipation temperatures. Thus, in transcritical operation, the maximum COP depends on the optimum pressure and its operating conditions. However, in subcritical operation, the maximum COP corresponds to the minimum operating pressure, which depends on the environment temperature, the efficiency of the GC/K, working as condenser, and the subcooling considered. The transition from one zone to the other implies a compromise between getting the maximum COP and a stable operation of the booster, since although the maximum COP is not achieved, the installation has a stable operation in the transition from transcritical to subcritical.
In Figure 7 , for environment temperatures above 28 • C, the system follows the transcritical operation curve (line 1) with optimum GC/K pressures above the critical point. For an environment temperature about 28 • C, the optimum COP is obtained at R744 critical pressure (Point A). At this point, for lower environment temperatures, the maximum COP is achieved by keeping the GC/K pressure in transcritical operation until it reaches an environment temperature in which the system COP equals the transcritical one (Point B) as in subcritical operation (Point C). For lower environment temperatures, the highest COP is obtained with the system in subcritical operation (line 2).
In order to avoid a sudden change from transcritical (point A) to subcritical operation (point C), GC/K pressure and subcooling must be varied progressively (line A-C). Thus, the booster system operates stably but with little COP reduction.
Architectures' Working Cycles
The introduction of these restrictions to the refrigeration architectures, limit the operation of some components of the refrigeration systems over all the range of environment temperatures that they need to cover. The consequence is that a defined architecture will operate with a different cycle all over the environment temperature range, as summarised by Figure 8 and detailed for each cycle architecture in the following subsections.
pressure in transcritical operation until it reaches an environment temperature in which the system COP equals the transcritical one (Point B) as in subcritical operation (Point C). For lower environment temperatures, the highest COP is obtained with the system in subcritical operation (line 2).
The introduction of these restrictions to the refrigeration architectures, limit the operation of some components of the refrigeration systems over all the range of environment temperatures that they need to cover. The consequence is that a defined architecture will operate with a different cycle all over the environment temperature range, as summarised by Figure 8 and detailed for each cycle architecture in the following subsections. With the considered limitations for the expansion valves (ΔP ≥ 3.5) and compressors (t ≥ 1.5) (Section 3.8), the cascade system operates in the R513A cycle with floating condensing pressure for outdoor air temperatures higher than 13.7 °C. For lower temperatures, the condensing pressure is maintained at 5.9 bar (18.7 °C) in order to guarantee the proper operation of the R513A expansion valve (ΔP = 3.5).
R744 Basic Booster (BB)
As can be seen in Figure 8 , the R744 basic booster cycle operates in four zones: optimised transcritical cycle for outdoor air temperatures higher than 27.9 °C (TRANSC); transition zone (TRANSI) from 27.9 °C to 23 °C as described in Section 3.10; subcritical zone (SUB) with floating condensing pressure from 23 °C to 2.4 °C; and finally, subcritical zone maintaining the condensing With the considered limitations for the expansion valves (∆P ≥ 3.5) and compressors (t ≥ 1.5) (Section 3.8), the cascade system operates in the R513A cycle with floating condensing pressure for outdoor air temperatures higher than 13.7 • C. For lower temperatures, the condensing pressure is maintained at 5.9 bar (18.7 • C) in order to guarantee the proper operation of the R513A expansion valve (∆P = 3.5).
As can be seen in Figure 8 , the R744 basic booster cycle operates in four zones: optimised transcritical cycle for outdoor air temperatures higher than 27.9 • C (TRANSC); transition zone (TRANSI) from 27.9 • C to 23 • C as described in Section 3.10; subcritical zone (SUB) with floating condensing pressure from 23 • C to 2.4 • C; and finally, subcritical zone maintaining the condensing pressure of the heat rejection at 44.5 bar (9.4 • C), to avoid compression ratios lower than 1.5. The compression ratio restriction for the MT C is more restrictive than the minimum ∆P at the medium temperature expansion valve (MT EV ).
R744 Booster + PC (BB + PC)
The R744 booster system with parallel compression (PC) operates similarly to the basic booster (transcritical, transition, and subcritical), but operating with the PC for outdoor air temperatures higher than 9.3 • C. Below this temperature, the compression ratio of the PC reaches 1.5, so the heat rejection pressure is kept constant at 52.5 bar (t PC = 1.5). For temperatures below 8.6 • C, the COP of the BB + PC is lower than the BB, therefore, below this outdoor air temperature, the PC is disconnected and the system starts operating as BB, thus, from 8.6 • C to 2.4 • C, the refrigerating plant operates as a BB with floating condensing pressure, and below 2.4 • C, the heat rejection pressure is kept constant at 44.5 bar to avoid a compression ratios in MT C lower than 1.5.
3.11.4. R744 Booster + PC + Gas Ejectors (BB + PC + GEjs)
The R744 booster system with gas ejectors and parallel compression operate in transcritical, transition, and subcritical conditions for outdoor air temperatures higher than 18.5 • C. At this temperature (18.5 • C), the flash tank pressure reaches 35 bar, so, from 18.5 • C to 18 • C, the GC/K pressure is kept constant at 65.2 bar. Below 18 • C, the COP of the BB + PC + GEjs is lower than the BB + PC, therefore, below this environmental temperature, the GEjs are disconnected and the system starts operating as BB + PC, thus for lower outdoor air temperature, the operation is the same as described for the BB + PC.
3.11.5. R513A Cascade + R744 Subcritical Booster (BB + SB)
The R513A cascade with R744 subcritical booster operates with floating condensing pressure at the HT cycle for outdoor air temperatures above 21 • C. At this temperature (21 • C), the ∆P in the HT expansion valve is of 3.5 bar, so, below this value, the HT condensing pressure is kept constant at 7.3 bar. From 21 • C to 20 • C, the pressure of the HT condenser is kept constant but for lower temperatures than 20 • C, the COP of the BB is greater than the BB + SB, therefore, below 20 • C, the facility operates as a R744 basic booster as previously described.
3.11.6. R513A Cascade + R744 Subcritical Booster + PC (BB + SB + PC)
The R513A cascade with R744 subcritical booster and parallel compression operates with floating condensing pressure at the HT cycle for outdoor air temperatures above 23.8 • C. At this temperature (23.8 • C), the compression ratio of the parallel compressors is lower than 1.5, and consequently the dissipation pressure of the R513A cycle must be kept constant at 7.9 bar. The limit in this case occurs at higher environment temperatures (23.8 • C) than the previous architecture because the use of the parallel compression raises the R744 condensing level to avoid a compression ratio of PC lower than 1.5. So, from 23.8 • C to 22.9 • C, this system operates like a cascade with fixed condensing pressure at the R513A cycle. For outdoor environmental temperatures below 22.9 • C, the COP of the BB + SB + PC architecture is lower than that of BB + PC, the R513A cycle is disconnected, and the system starts working as a booster with parallel compression (BB + PC) as described previously.
Other Considerations
In addition to the specific limitations considered in each architecture, the following considerations and assumptions are taken to obtain the energy results of all the configurations: -Heat rejection pressures: the evaluation of the energy efficiency of each architecture is computed at the optimum heat rejection pressure corresponding to the pressure that maximises COP. -Pressure drops and heat losses with environment are neglected. -
The ejectors are modelled as if they operated at maximum efficiency throughout the temperature range analysed. -
The motive and secondary flows have the same pressure at the ejectors mixing zone inlet. -Kinetic energy at the inlet and outlet of the ejectors are considered as negligible. -All the thermo-dynamic properties were evaluated using Refprop 9.1 [62] and all architectures are modelled with Matlab (2016b, Mathworks, USA) and VBA (2016, Microsoft, USA).
Results and Discussion
This section is devoted to presenting the results of the performance evaluation of all the architectures presented in Section 2. The systems are evaluated using the models and assumptions detailed in Section 3 for a range of environment temperatures from 0 to 40 • C.
The first part is dedicated to analysing the COP and capacity over the whole environment temperature range. For this range, the emphasis is on the evaluation of the compressor displacements and the optimum operating pressures. The second part is devoted to presenting the energy consumption of the systems with the conditions summarised in Section 3.4 in several representative cities of Spain and Portugal.
COP
The COP evolution for each refrigeration architecture, evaluated with Equation (8), over the range of environment temperatures is presented in Figure 9 . The COP values are the optimum at each outdoor air temperature, considering optimised heat rejection pressure and working cycle according to Figure 8 .
Compressor power is calculated using Equation (9).
As it can be observed in Figure 9 , for environment temperatures above 14 • C, R513A/R744 cascade (CC) presents the highest COP among all the configurations with a significant COP increase compared to transcritical boosters. However, for environment temperatures below 12 • C, all booster architectures present higher COP in relation to CC. This is mainly because at low environment temperatures, the high temperature cycle of the cascade is forced to condensate at a fixed pressure to avoid small pressure differentials in the HT expansion valve, as analysed in Section 3.8. with the CC + SB + PC architecture having the highest COP, followed by CC + SB with a similar COP, then the BB + PC + GEjs, BB + PC, and finally the BB. The COP differences between each architecture compared to the R513A/R744 cascade (CC) and R744 basic booster (BB) are presented in Figures 10 and 11 , respectively, and summarised in Table 2 . The COP variations are obtained with Equations (10) and (11). On the other hand, basic booster has the lowest COP of the booster systems for the whole range of analysed temperatures, but for outdoor air temperatures below 9 • C, all transcritical boosters (BB, BB + PC, and BB + PC + GEjs) have identical COP because for temperatures lower than 9 • C, these systems operate as BB, however, the subcritical boosters (CC + SB and CC + SB + PC) have higher COP than any other system analysed for temperatures below 12 • C for CC + SB and below 14 • C for CC + SB + PC. This is mainly due to the fact that these two systems use subcritical compressors which have better performance than transcritical ones working in subcritical condition. For all booster architectures, for environmental temperature of 2.4 • C, the limitation of the minimum compression ratio at MT C is achieved, so below this temperature, the rejection pressure in the R744 cycles is kept constant.
For outdoor air temperatures between 14 and 30 • C, all improved boosters have similar COP but with an important COP improvement compared to the BB, mainly for temperatures above 20 • C. For high environment temperatures (above 30 • C), the COP differences increase between R744 boosters, with the CC + SB + PC architecture having the highest COP, followed by CC + SB with a similar COP, then the BB + PC + GEjs, BB + PC, and finally the BB.
The COP differences between each architecture compared to the R513A/R744 cascade (CC) and R744 basic booster (BB) are presented in Figures 10 and 11 , respectively, and summarised in Table 2 . The COP variations are obtained with Equations (10) and (11) .
In relation to the R513A/R744 cascade, all booster architectures present COP improvements for environment temperatures from 0 • C to 12 • C. On the one hand, these improvements range from 48% to 0% for transcritical boosters (BB, BB + PC, and BB + PB + GEjs) with hardly any difference between them. Accordingly, these booster improvements are not justified for temperatures below 12 • C. On the other hand, cascaded subcritical boosters (CC + SB and CC + SB + PC) have a COP improvement in relation to CC from 56% to 0%, with a small COP improvement over the BB up to 5.4-7.3% for environment temperatures from 0-12 • C. with the CC + SB + PC architecture having the highest COP, followed by CC + SB with a similar COP, then the BB + PC + GEjs, BB + PC, and finally the BB. The COP differences between each architecture compared to the R513A/R744 cascade (CC) and R744 basic booster (BB) are presented in Figures 10 and 11 , respectively, and summarised in Table 2 . The COP variations are obtained with Equations (10) and (11) . In relation to the R513A/R744 cascade, all booster architectures present COP improvements for environment temperatures from 0 °C to 12 °C. On the one hand, these improvements range from 48% to 0% for transcritical boosters (BB, BB + PC, and BB + PB + GEjs) with hardly any difference between them. Accordingly, these booster improvements are not justified for temperatures below 12 °C. On the other hand, cascaded subcritical boosters (CC + SB and CC + SB + PC) have a COP improvement in relation to CC from 56% to 0%, with a small COP improvement over the BB up to 5.4-7.3% for environment temperatures from 0-12 °C.
However, for temperatures above 14 °C, the COP of all booster architectures falls below that offered by the R513A/R744 cascade. The reductions in COP in relation to the R513A/R744 cascade solution vary from 0 to 41.5% for the BB, from 0 to 29.3% for the BB + PC, and from 0 to 24.3% for BB + PC + GEjs, whereas the reductions of cascaded R744 subcritical boosters are small; for the CC + SB architecture, the reductions vary from 0 to 7.4% and for the CC + SB + PC from 0 to 6%. These COP variations of each architecture with respect to the BB and CC are summarised in Table 1 . Table 2 . COP variation of each architecture compared with the R513A/R744 cascade (CC) and R744 basic booster (BB). Figure 11 . COP increment of each system with respect to R744 basic booster. However, for temperatures above 14 • C, the COP of all booster architectures falls below that offered by the R513A/R744 cascade. The reductions in COP in relation to the R513A/R744 cascade solution vary from 0 to 41.5% for the BB, from 0 to 29.3% for the BB + PC, and from 0 to 24.3% for BB + PC + GEjs, whereas the reductions of cascaded R744 subcritical boosters are small; for the CC + SB architecture, the reductions vary from 0 to 7.4% and for the CC + SB + PC from 0 to 6%. These COP variations of each architecture with respect to the BB and CC are summarised in Table 1 .
In booster architectures, improved transcritical boosters get COP increments over the BB, for outdoor air temperatures above 8.6 • C, up to 20.8% for BB + PC and up to 29.4% for BB + PC + GEjs, however, cascaded subcritical boosters have COP increments from 1.6 to 58.2% for CC + SB and from 5% to 60.7% for CC + SB + PC with respect to BB for whole range of temperatures analysed.
Displacement of Compressors
In this subsection, the displacement of each type of compressor rack and its variation range is presented and discussed for all the environment temperatures. This parameter allows one to select the number and the size of the compressors to be installed at the refrigerating facility. Calculations are made considering refrigeration heat loads for MT and LT established in Section 3.4. The results of the range of displacement calculated for each compressor rack are analysed graphically in the next figures (summarised in Table 3 ). The displacement of the compressors are related to the volumetric efficiency, mass flow rate, and the density of the refrigerant in the suction side. The displacements for the compressors are obtained using Equation (12) .
V disp ·ρ(T suction , P suction ) (12) The next table presents the maximum and minimum compressor displacements, as well as their variation over the environment temperature range from 0 to 40 • C. Each compressor's rack for each architecture is denoted by a letter and a number to be easily identified in the graphs. The ranges of displacement shown in Table 2 are an output result of the computation model.
Low Temperature Compressors (LT C )
The LT C use R744 as refrigerant and the displacement for each architecture, all over the environment temperature range, is presented in Figure 12 . For this compressor rack, BB + PC gets the largest displacements because the flash tank optimum pressure increases for higher outdoor air temperatures, so the enthalpy increment in LT E is reduced and, for the same cooling capacity, the mass flow rate through LT E and LT C increases. The same happens with the other systems with parallel compression (BB + PC + GEjs and CC + SB + PC).
For this type of compressor, the differences between all architectures are smaller, with a maximum displacement variation from 0 to 40 • C of ±7.6% for BB + PC, for a fixed cooling capacity of 41 kW.
Other architectures have similar LT C displacement in the whole range of temperatures because the conditions before and after the LT E are similar. In R513A/R744 cascade, the HT cycle forces the R744 cycle to work in similar conditions, and for R744 boosters without PC, the flash tank keeps a constant pressure of 35 bar.
For outdoor air temperatures above 23 • C, the CC + SB + PC operates with the minimum pressure in the flash tank (35 bar) like architectures without PC, because this system is limited by the compression ratio of the PC when operates with R513A cycle. For lower temperatures, the R513A compressor of the HT cycle is disconnected and this architecture works as SB + PC with a slight difference in displacement compared to the compressors A2 used in BB + PC architecture, because these architectures operate with a different model of compressors. 
Medium Temperature R744 Compressors (MTC)
MTC displacement for each booster architecture is presented in Figure 13 for the entire environmental temperature range. The MTC with larger variation of displacement corresponds to the BB system (B1), with a maximum displacement of 94 m 3 ·h −1 and a minimum of 42.2 m 3 ·h −1 . This represents a displacement variation of 38.1%. However, improved boosters allow reductions in the MT C displacement for each booster architecture is presented in Figure 13 for the entire environmental temperature range. The MT C with larger variation of displacement corresponds to the BB system (B1), with a maximum displacement of 94 m 3 ·h −1 and a minimum of 42.2 m 3 ·h −1 . This represents a displacement variation of 38.1%. However, improved boosters allow reductions in the MT C displacement between 38% and 73% compared to the BB, where a booster with ejectors is the system with greatest displacement reduction. For this rack of compressors, due to their displacement variations, it is necessary to use variable frequency drives in order to satisfy the cooling demand. This affects the final cost of the architectures. 
MTC displacement for each booster architecture is presented in Figure 13 for the entire environmental temperature range. The MTC with larger variation of displacement corresponds to the BB system (B1), with a maximum displacement of 94 m 3 ·h −1 and a minimum of 42.2 m 3 ·h −1 . This represents a displacement variation of 38.1%. However, improved boosters allow reductions in the MTC displacement between 38% and 73% compared to the BB, where a booster with ejectors is the system with greatest displacement reduction. For this rack of compressors, due to their displacement variations, it is necessary to use variable frequency drives in order to satisfy the cooling demand. This affects the final cost of the architectures. 
R744 Parallel Compressors (PC)
Parallel compressor displacements are presented in Figure 14 . As can be observed for the three configurations, the range of displacement needed to cover the entire operating range (0-40 • C) is 60.9% for BB + PC system, 79.9% for BB + PC + GEjs, and 24% for PC. These large variations in displacement are important because, according to the compressor's manufacturers, the maximum variation range is generally ±40% [49] . For transcritical boosters with PC (BB + PC and BB + PC + GEjs), the variation range will force one to design the parallel compression rack using more than one parallel compressor if the facility is designed for outdoor air temperatures between 8.6-40 • C. Otherwise, for a subcritical booster (BB + SB + PC), this variation can be absorbed by only one compressor. Parallel compressor displacements are presented in Figure 14 . As can be observed for the three configurations, the range of displacement needed to cover the entire operating range (0-40 °C ) is 60.9% for BB + PC system, 79.9% for BB + PC + GEjs, and 24% for PC. These large variations in displacement are important because, according to the compressor's manufacturers, the maximum variation range is generally ±40% [49] . For transcritical boosters with PC (BB + PC and BB + PC + GEjs), the variation range will force one to design the parallel compression rack using more than one parallel compressor if the facility is designed for outdoor air temperatures between 8.6-40 °C . Otherwise, for a subcritical booster (BB + SB + PC), this variation can be absorbed by only one compressor. 
R513A Compressors
R513A compressor displacements for CC, CC + SB, and CC + SB + PC are detailed in Figure 15 . It needs to be mentioned that the displacement of these compressors is of another magnitude than of the R744 ones due to the different specific volumes of R513A. The first observation that can be made is that the CC systems need practically double displacement compared to the configurations of Figure 15 . It needs to be mentioned that the displacement of these compressors is of another magnitude than of the R744 ones due to the different specific volumes of R513A. The first observation that can be made is that the CC systems need practically double displacement compared to the configurations of cascaded R744 subcritical booster systems. That is because the R744 condensing level with the cascade is lower than in the other systems. In addition, the variation range of displacement for this configuration remains below 20.9% in all environments. It is important to clarify that the refrigerant R513A is more expensive than R744, so this affects to the final cost of the cascaded systems, although R744 compressors are more expensive than these. 
R513A compressor displacements for CC, CC + SB, and CC + SB + PC are detailed in Figure 15 . It needs to be mentioned that the displacement of these compressors is of another magnitude than of the R744 ones due to the different specific volumes of R513A. The first observation that can be made is that the CC systems need practically double displacement compared to the configurations of cascaded R744 subcritical booster systems. That is because the R744 condensing level with the cascade is lower than in the other systems. In addition, the variation range of displacement for this configuration remains below 20.9% in all environments. It is important to clarify that the refrigerant R513A is more expensive than R744, so this affects to the final cost of the cascaded systems , although R744 compressors are more expensive than these. 
Maximum Operating Pressures
Another important aspect to be mentioned regarding the refrigeration architectures corresponds to the maximum operating pressures, which condition the classification of the plant regarding safety. Figure 16 presents the optimum working pressures of all the compressors in all the environment temperature range, and Table 4 collects their maximum operating pressures. As it can be observed, the range of pressure needs to be considered. First, the transcritical boosters (BB, BB + PC, BB + PC + GEjs) present maximum operating pressures in the evaluated range near 100-106 bar. Next, the cascaded R744 subcritical booster systems present a maximum working pressure below 67-72 bar. Finally, the cascade solution has a maximum R744 working pressure below 35 bar. 
Annual Energy Consumption (AEC)
This section presents the annual energy consumption of the different analysed refrigeration architectures for some representative cities of Spain and Portugal. The outdoor air temperatures for each city are obtained using the EnergyPlus tool [63] to simulate the systems' hourly performance.
The energy consumption over 24 h throughout an entire year represents the estimated energy consumption of the refrigeration system for supplying the refrigeration loads detailed in Section 3.4. 
The energy consumption over 24 h throughout an entire year represents the estimated energy consumption of the refrigeration system for supplying the refrigeration loads detailed in Section 3.4. The heat load profile of the systems always considers the inside of the supermarket to be at the same conditions, since they are air-conditioned, and only takes into account a different heat load factor (LF) depending on the opening or closing schedule of the supermarkets. In this case, 100% heat load factor has been considered from 7:00 a.m. to 10:00 p.m. and 50% from 10:00 p.m. to 7:00 a.m. for all the days of the year. The COP of each refrigeration architecture has been considered at its optimum conditions, those detailed in Figure 9 . The annual energy consumption for each location is calculated using Equation (13) . Figure 17 represents the annual energy consumption of each architecture for each location, as well as their average annual temperature, and Figure 18 represents the energy consumption variation of each one, calculated by Equation (14) , in relation to the R513A/R744 cascade configuration, which is considered as a reference system in warm climates.
From the results presented in Figure 17 , the following inferences can be made:
• For locations with lower annual average temperature (Burgos and León), all the analysed booster architectures offer energy consumption reductions compared to the R513A/R744 cascade. They range from 3.9% for the BB system, to 14.5% for the BB + SB + PC system. Between transcritical booster architectures, the best performing system for these locations is the BB + PC + GEjs, however the additional investment cost due to addition of parallel compressors and gas ejectors must be amortised by the energy consumption reduction, which reaches 5.3% compared to the BB system and only 1% over the BB + PC. The same happens with subcritical booster architectures at these locations, where CC + SB + PC only reaches an energy reduction of 2.1% with respect to the same system without PC.
•
For locations with annual average temperature from 13 to 15 • C (Madrid, Oporto and Barcelona), all improved boosters offer similar energy consumption to the R513A/R744 system. The differences in energy consumption are below 3% for all improved boosters, except for CC + SB + PC in Madrid with an energy reduction up to 4.2%. Accordingly, the construction cost of the architecture will be the determinant conditions. • For the locations with the highest temperatures (Lisbon, Valencia, and Seville) the best performing system is the R513A/R744 cascade. All booster architectures present higher energy consumption.
For Lisbon and Valencia, the BB presents an energy increment of 10%, the BB + PC around 4%, the BB + PC + GEjs about 2.3%, 4.2% for CC + SB, and the CC + SB + PC around 1.3%. Accordingly, for these annual temperatures, all systems except the BB would be recommended.
• Finally, in Seville, the gap in energy consumption, in relation to R513A/R744 cascade, increases, with BB + PC + GEjs and cascaded R744 subcritical boosters being the architectures with an increase in energy consumption below 5%. For this location, BB presents an energy increase of 14.2%, 6.7% for BB + PC, 4.5% for BB + PC + GEjs, 5% for CC + SB, and 2.4% for CC + SB + PC.
To summarise the energy consumption results, it can be affirmed that for locations with annual average temperature below about 13 • C, the R744 booster architectures are recommended. For intermediate annual temperatures about 13-15 • C, all systems except BB offer a similar annual energy consumption. For higher outdoor air temperatures, the cascade is clearly the best solution, from an energy point of view, to get lower annual energy consumption. For improved booster architectures, the one with the lowest annual consumption for all the locations analysed is CC + SB + PC, but focusing on the transcritical booster architectures, the one with the lowest annual consumption for all the locations analysed is BB + PC + GEjs. It needs to be said that the comparison has been made taking into account the energy consumption of the architectures, and no environmental or cost analysis has been included. 
Environmental Comparison
Finally, this section analyses the TEWI for all architectures evaluated in this work. This parameter includes the direct and indirect contributions to the greenhouse effect due to direct and indirect CO2 emissions. On the one hand, the direct contribution refers to equivalent CO2 emissions 
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Finally, this section analyses the TEWI for all architectures evaluated in this work. This parameter includes the direct and indirect contributions to the greenhouse effect due to direct and indirect CO 2 emissions. On the one hand, the direct contribution refers to equivalent CO 2 emissions originating from the refrigerant losses (leakage and non-recovered refrigerant, Equation (15)). On the other hand, the indirect impact refers to CO 2 emissions due to energy consumption of the systems, Equation (16) . Equation (17) has been used to compare the TEWI of each architecture.
To compare all architectures, it is necessary to consider some assumptions and so the standardised method proposed by AIRAH [64] was used as well as other assumptions adopted by Karampour et al. [65] and EMERSON Climate Technologies [49] . The basis for the TEWI evaluation is the following:
•
GWPs of R513A and R744 are 629 and 1, respectively (AR4, [2] • Annual leakage rate of 15% for all systems and 5% at high stage in CC + SB and CC + SB + PC [49, 64] .
• System lifetime of 10 years [49, 64] . • 95% of the refrigerant charge is recovered after 10 years [49, 64] .
The CO 2 emissions considered are 0.258 kg CO2,equ ·kWh −1 which is an annual average value for locations in the Iberian Peninsula in 2017 [66] .
TEWI analysis results are shown in Figure 19 . TEWI values of the reference architecture (CC) are higher than for all booster architectures for the analysed locations. This is because CC architectures use working fluids in MT with GWP values much higher than R744 and although CC has lower energy consumption than booster architectures in several locations, the direct contribution to the greenhouse gas emissions of CC is higher than for booster architectures. Figure 20 shows the TEWI ratio of CC in relation to all booster architectures for each location analysed, which is calculated with Equation (18) . A TEWI reduction from 7% to 31% is achieved with the R744 booster architectures since these systems have lower greenhouse gas emissions than the R513A/R744 cascade cycle, however, TEWI reductions between improved booster architectures are similar in the locations analysed.
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TEWI analysis results are shown in Figure 19 . TEWI values of the reference architecture (CC) are higher than for all booster architectures for the analysed locations. This is because CC architectures use working fluids in MT with GWP values much higher than R744 and although CC has lower energy consumption than booster architectures in several locations, the direct contribution to the greenhouse gas emissions of CC is higher than for booster architectures. Figure 20 shows the TEWI ratio of CC in relation to all booster architectures for each location analysed, which is calculated with Equation (18) . A TEWI reduction from 7% to 31% is achieved with the R744 booster architectures since these systems have lower greenhouse gas emissions than the R513A/R744 cascade cycle, however, TEWI reductions between improved booster architectures are similar in the locations analysed. 
Conclusions
This work has analysed thermodynamically different refrigeration architectures which provide service simultaneously to medium and low temperature levels. These refrigeration architectures are in agreement with the new European Regulation 517/2014 and are candidates to replace the existing systems for supermarket refrigeration.
Systems have been evaluated using detailed thermodynamic models close to reality, where operating restrictions of ejectors, expansion valves, and compressors have been included. These restrictions determine the operating cycle of each architecture over the environment temperature range analysed (0 to 40 °C). The evaluation has covered the energetic performance of the architectures in their optimum conditions and their energy consumption in a medium-sized supermarket for different representative cities in Southern Europe.
From the performance evaluation, it has been concluded that for outdoor air temperatures below 12 °C, booster architectures present higher COP compared to CC, with COP improvements up to 48% for transcritical booster architectures (BB, BB + PC, BB + PC + GEjs) and up to 56% for subcritical booster architectures (CC + SB, CC + SB + PC). Below 9 °C, all booster architectures operate as subcritical BB. For the temperature range 9-12 °C , although improved boosters get COP increments over the BB, the COP increments between boosters are small, so for outdoor air temperatures below 
Systems have been evaluated using detailed thermodynamic models close to reality, where operating restrictions of ejectors, expansion valves, and compressors have been included. These restrictions determine the operating cycle of each architecture over the environment temperature range analysed (0 to 40 • C). The evaluation has covered the energetic performance of the architectures in their optimum conditions and their energy consumption in a medium-sized supermarket for different representative cities in Southern Europe.
From the performance evaluation, it has been concluded that for outdoor air temperatures below 12 • C, booster architectures present higher COP compared to CC, with COP improvements up to 48% for transcritical booster architectures (BB, BB + PC, BB + PC + GEjs) and up to 56% for subcritical booster architectures (CC + SB, CC + SB + PC). Below 9 • C, all booster architectures operate as subcritical BB. For the temperature range 9-12 • C, although improved boosters get COP increments over the BB, the COP increments between boosters are small, so for outdoor air temperatures below 12 • C, the use of these improved architectures is not entirely justified from an economic point of view.
For environment temperatures above 14 • C, R513A/R744 cascades (CC) get the highest COP among all the architectures, with COP improvements up to 41.5% over BB, 29.3% for BB + PC, 24.3 for BB + PC + GEjs, 7.4% over CC + SB, and only up to 3% with respect to CC + SB + PC.
For environment temperatures between 14 • C to 30 • C, all improved boosters have similar COP with significant COP increase regarding BB, mainly for temperatures above 20 • C. For temperatures above 30 • C, the COP between improved boosters is no longer similar, with CC + SB + PC being the booster architecture with the highest COP, followed by CC + SB with a similar COP, then BB + PC + GEjs, BB + PC, and finally BB. Subcritical boosters offer COP improvements at 40 • C compared to transcritical boosters up to 24.2% (BB + PC + GEjs), 30.2% (BB + PC), and 60.8% (BB), with the architecture with ejectors being the transcritical booster with the highest COP, with an increase up to 7.2% regarding BB + PC and up to 29.5% with respect to BB.
To counteract the cooling loads of a medium sized supermarket, taken as reference in this study, it has been observed that the R744 basic booster presents the largest R744 MT compressors, which are the ones that most affect the final consumption of the facility. In BB + PC and BB + PC + GEjs systems, the PC operates with high displacement variations, so more than one parallel compressor is needed in these boosters.
From the energy consumption analysis along a year in different locations of Southern Europe, it has been determined that for areas with annual average temperature below 13 • C, all booster architectures offer energy consumption reductions in relation to the CC. For these locations, the best performing system is CC + SB + PC and the transcritical booster with the lowest consumption is BB + PC + GEjs, with energy consumption reductions with respect to CC from 3.9% for the BB, to 14.5% for the BB + SB + PC. For locations with annual medium temperature from 13 to 15 • C, all improved boosters offer similar energy consumption to CC, with differences in energy below 3%. Finally, locations with annual medium temperature higher than 15 • C, R513A/R744 cascade is the architecture with lowest annual energy consumption, with energy reductions of 14.2% compared to BB, 6.7% for BB + PC, 4.5% for BB + PC + GEjs, 5% for CC + SB, and 2.4% for CC + SB + PC.
Finally, TEWI analysis shows that the lowest value in all locations analysed is obtained by R744 transcritical boosters with a similar value between BB + PC and BB + PC + GEjs, which is mainly due to the high charges of refrigerant with higher GWP than R744 for the architectures with R513A.
The thermodynamic analysis done in this study shows that improved boosters obtain similar energy consumptions to R513/R744 cascades for locations in warm climates, with the R513A cascaded-R744 subcritical booster with parallel compression being the booster architecture with the lowest energy consumption in the locations analysed. 
Appendix A. Compressor Coefficients
The coefficients used for modelling each compressor are detailed in this appendix. They have been obtained from the real operating curves of the compressors provided by the manufacturers, both in transcritical and subcritical operation.
Using these coefficients with Equations (5)- (7), we can obtain the global and volumetric efficiency of each compressor used in this work for the entire operating range. 
